
DOUBLE STUDS
(FULL HEIGHT)

DOUBLE STUDS
(FULL HEIGHT)

DOUBLE STUDS
(FULL HEIGHT)

7' - 10 5/8"8'-6" MAX3' - 9 1/4"4'-6" MAX 3' - 10 5/8"4'-6" MAX 6' - 6 5/8"8'-6" MAX

DOOR OPENING DOUBLE DOOR OPENING

BELOW CEILING
OPENING

LARGE BELOW
CEILING OPENING

PROVIDE DIAGONAL BRACING OF
TOP TRACK AT 48" OC MAX
BETWEEN FULL HEIGHT STUDS

ABOVE CEILING
OPENING

LARGE ABOVE
CEILING OPENING

OPENING ABOVE CEILING WHICH INTERUPTS
LOWER  OPENINGS JAMB STUDS

DOUBLE STUDSDOUBLE
STUDS

DOUBLE STUDS DOUBLE STUDS DOUBLE
STUDS

5' - 5 3/8"16 GA STUDS AT

STONE VENEER WALLS

5' - 5 3/8"20 GA STUDS AT

WALL MOUNTED
ARCHITECTURAL

CABINETS/MILLWORK
/ATTACHED SHELVING

3' - 9 1/4"4'-6" MAX 7' - 10 5/8"8'-6" MAX 3' - 10 5/8"3' - 10 5/8"4'-6" MAX 4'-6" MAX 6' - 6 5/8"8'-6" MAX

6' - 6 5/8"IF GREATER THAN 8'-6" ALL

STUDS ARE TO BE 20 GAGE

6' - 6 5/8"8'-6" MAX 7' - 10 5/8"8'-6" MAX
3' - 9 1/4"4'-6" MAX

22 GA BOTTOM
TRACK (TYP)
FLOOR LINE

22 GA MTL TOP
TRACK (TYP UNO)

CEILING LINE

UNDERSIDE OF
SLAB, FLOOR OR
ROOF DECK

2" WIDE 22 GA
METAL STRAP

NOTES:
1.  ALL STUDS ARE SPACED 16" OC MAXIMUM.
2.  ALL STUDS SHALL BE "C" STUDS WITH 1/4"
     FLANGE MINIMUM.

DENOTES SHELVING OR CABINETRY.

3.

DENOTES STONE.
4.  IN NO CASE SHALL DOUBLE STUDS AT SIDES OF
OPENING BE CUT FOR DUCTWORK OR OTHER MECHANICAL
SYSTEMS.

ACCESSORY/EQUIPMENT MOUNTING DETAILS PARTITION FRAMING DETAILS

TYPICAL INTERIOR PARTITION FRAMING

HEAD & JAMB DETAILS
ON AE623

HEAD & JAMB DETAILS
ON AE623

HEAD & JAMB DETAILS
ON AE623

HEAD & JAMB DETAILS
ON AE623

DOOR OPENING
HEAD & JAMB DETAILS

ON AE623

DOOR OPENING
HEAD & JAMB DETAILS

ON AE623

DOUBLE DOOR OPENING
HEAD & JAMB DETAILS

ON AE623

BELOW CEILING
OPENING

LARGE BELOW
CEILING OPENING

HEAD & JAMB DETAILS
ON AE623

HEAD & JAMB DETAILS
ON AE623

AE611
D1

AE611
D5

AE611
D5

AE611
D6

AE611
D6

MOUNTING AND BRACKET

3-5/8" 16 GAUGE STRUCTURAL STEEL
STUD  INSERT BETWEEN REGULAR
WALL STUD LAY OUT TO OBTAIN
DESIRED LOCATION. SEE MOUNTING
DETAIL TYPE C

3-5/8" STRUCTURAL CLIP ANGLE
SECURED WITH POWDER ACTUATED
FASTENERS TO FLOOR AND
STRUCTURE ABOVE

8" STEEL RUNNER TRACK

MO
UN

TIN
G 

HE
IG

HT
S

TYPE B

20 GA METAL TRACK -
CLIP FLANGES TO FIT
OVER STUDS

6" MIN DEEPER IF
REQUIRED

20 GAUGE METAL WALL
STUDS

SE
E 

EL
EV

AT
IO

N 
FO

R

MIN 18 GAUGE STRUCTURAL
STEEL STUDS FACING
OPPOSITE DIRECTIONS TO
ALLOW MOUNTING PLATE
ATTACHMENT

14 GAUGE STRUCTURAL
STEEL RUNNER TRACK-CLIP
FLANGES AND FOLD WEB TO
FORM ATTACHMENT FLANGE

MO
UN

TIN
G 

HE
IG

HT
S

8" MIN DEEPER IF
REQUIRED

TYPE C

SE
E 

EL
EV

AT
IO

N 
FO

R

TYPE A

SE
E 

EL
EV

AT
IO

N 
FO

R

MO
UN

TIN
G 

HE
IG

HT
S

CONTINUOUS 20
GAUGE 6" WIDE
METAL PLATE

-

-

PL
AN

SE
E

PL
AN

SE
E

5/8" TYPE X GYPSUM
WALLBOARD

PLAN
SEE

PLAN
SEE

-

-

PL
AN

SE
E

PL
AN

SE
E 5/8" TYPE X GYPSUM

WALLBOARD

PLAN
SEE

PLAN
SEE

2 1/2" METAL STUD

3 5/8" METAL STUD

FIRE SEALANT

-

-

PLAN
SEE

PLAN
SEE

PL
AN

SE
E

PL
AN

SE
E 5/8" TYPE X GYPSUM

WALLBOARD

3 5/8" METAL STUDS @ 16" O.C.
MAX.

FIRE SEALANT

3-5/8" 16 GAUGE STRUCTURAL STEEL
STUD  INSERT BETWEEN REGULAR
WALL STUD LAY OUT TO OBTAIN
DESIRED LOCATION. SEE MOUNTING
DETAIL TYPE C

3-5/8" STRUCTURAL CLIP ANGLE
SECURED WITH POWDER ACTUATED
FASTENERS TO FLOOR AND
STRUCTURE ABOVE

8" STEEL RUNNER TRACK

3-5/8" 16 GAUGE STRUCTURAL
STEELTRACK

MOUNTING HEIGHT:
TOP OF CABINET 5'-0" A.F.F. MAXIMUM
4'-0" TO 4'-6" TO OPENING MECHANISM.
VERIFY DIMENSIONS WITH
MANUFACTURER

METAL STUDS

1'
-6

" M
IN

.

8" MIN.

5/8" TYPE X GYPSUM WALLBOARD

3 5/8" METAL STUD PARTITION WITH
5/8" TYPE X GYPSUM WALLBOARD ON
SIDE, ABOVE, AND BELOW FIRE
EXTINGUISHER CABINET

RECESSED FIRE EXTINGUISHER
CABINET
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Project Manager Structural Engineer

P.O. BOX 24
40 LITTLE ROAD
ZIEGLERVILLE, PA, 19492
Tel   (610) 287-3194

WZG, STRUCTURAL
CONSULTING
ENGINEERS

MEP/FP Engineer

7330 CHAPEL HILL ROAD,
SUITE 202
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APOGEE
CONSULTING
GROUP

Fire Protection Consultant

7508 E. INDEPENDENCE
BLVD., SUITE 116
CHARLOTTE, NC, 28277
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HARRINGTON
GROUP

Cost Estimator

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872-3716

BRAY MOONEY
CONSULTING
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69

FULLY SPRINKLERED

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872-3716

BRAY MOONEY
CONSULTING

Aquatic Consultant

1823 DEEP RUN ROAD
PIPERSVILLE, PA, 18947
Tel   (215) 766-0409

ATLANTIC
AQUATIC
ENGINEERING

Civil Engineer
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NOTE: SEE SHEET AE-002 FOR ALTERNATES

As indicated RENOVATE BUILDING 69

TN BG

FRAMING DETAILS
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AE611

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1/4" = 1'-0"F1 TYPICAL INTERIOR PARTITION FRAMING

 3" = 1'-0"D1 TV MOUNTING BRACKET PLAN VIEW DETAIL - SURFACE MOUNTED
 3/8" = 1'-0"D5 ACCESSORY/EQUIPMENT MOUNTING DETAIL TYPE B

 3/8" = 1'-0"D6 ACCESSORY/EQUIPMENT MOUNTING DETAIL TYPE C
 3/8" = 1'-0"D3 ACCESSORY/EQUIPMENT MOUNTING DETAIL TYPE A

 1 1/2" = 1'-0"B8 RATED COLUMN JOINT DETAIL
 1 1/2" = 1'-0"B6 RATED COLUMN JOINT DETAIL 2

 1 1/2" = 1'-0"B4 RATED COLUMN JOINT DETAIL 3

 3" = 1'-0"C1 TV AND ARM MOUNTING BRACKET PLAN VIEW DETAIL

 1 1/2" = 1'-0"D8 FIRE EXTINGUISHER CABINET
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